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 1/8" = 1'-0"1
BASEMENT LEVEL - CONDUIT ROUTING PLAN

 1/8" = 1'-0"3
FIRST FLOOR - CONDUIT ROUTING PLAN

 1/8" = 1'-0"4
SECOND FLOOR - CONDUIT ROUTING PLAN

 1/8" = 1'-0"5
THIRD FLOOR - CONDUIT ROUTING PLAN 1/8" = 1'-0"2

GROUND FLOOR - CONDUIT ROUTING PLAN

 1/8" = 1'-0"6
THIRD FLOOR ROOF - CONDUIT ROUTING PLAN

1 NEW WEATHERPROOF PULLBOX MOUNTED ABOVE ACCESSIBLE THIRD FLOOR CEILING
ELEVATION. PROVIDE SLEEVE SEALS FOR ALL PENETRATIONS TO ENSURE PROPER
SEPARATION BETWEEN INTERIOR AND EXTERIOR ENVIRONMENTS.

2 NEW WEATHERPROOF PULLBOX BELOW GRADE.

3 CONDUITS EXIT SIDE OF PULLBOX AND TURN UP SIDE OF BUILDING.

4 NEW PULLBOX. PROVIDE SLEEVE SEALS FOR ALL PENETRATIONS TO ENSURE PROPER
SEPARATION BETWEEN INTERIOR AND EXTERIOR ENVIRONMENTS.

5 PROVIDE NEW CORE THROUGH EXISTING SHEAR WALL FOR EACH CONDUIT. RACK CONDUITS AS
HIGH AS POSSIBLE.

6 CONDUITS EXIT SIDE OF INTERIOR PULLBOX, EXIT BUILDING THROUGH SLEEVE SEALS AND
TURN UP TO GRADE LEVEL PULLBOX AS SHOWN ON DETAIL 2/E1.01.

7 RELOCATE EXISTING LIGHT FIXTURES BELOW NEW CONDUITS.

8 RACK AND SUPPORT CONDUIT TO BUILDING EVERY 10' VERTICAL FEET.

9 PROVIDE HORIZONTAL UNISTRUT UNDER CONDUIT AND PULLBOXES AT GRADE. SECURE RIGID
STEEL CONDUIT TO UNISTRUT RACK.

10 ENSURE LOCATION OF PULLBOX AND CONDUITS DO NOT IN ANY WAY PROHIBIT ACCESS TO
GROUND FLOOR DOORS OR ACCESS DOOR IN THIS PART OF THE COURTYARD.

11 JUNCTION BOX JBM ABOVE ACCESSIBLE CEILING FOR FEED TO PEM DISCONNECT ON THIRD FLOOR ROOF
ABOVE. FOR CONTINUATION, SEE P2-EP1.01.
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12 THIS ITEM HAS BEEN IDENTIFIED AS WORK TO BE INCLUDED AS A BID ALTERNATE. SEE
SPECIFICATIONS AND INSTRUCTIONS TO BIDDERS FOR A DETAILED LISTING OF THIS ITEM AND ITS
ASSOCIATED SCOPE OF WORK.
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 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR LIGHTING DEMOLITION PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR LIGHTING DEMOLITION PLAN

1 REFER TO NEW WORK PLANS FOR TEMPORARY REWIRING OF (E)LIGHT FIXTURES.
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 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR POWER AND SYSTEM DEMOLITION PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR POWER AND SYSTEM DEMOLITION PLAN

1 E.C. TO REMOVE AND STORE EXISTING WIRELESS ACCESS POINT. WIRELESS ACCESS POINT TO
BE REINSTALLED IN SAME LOCATION.

2 PANEL RCP-3A AND FEEDER TO BE DEMOLISHED IN PHASE 4A. ALL REMAINING CIRCUITS
CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE NEW PANEL RCP-3A1
LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE DRAWING E6.02
FOR FURTHER INFORMATION.

3 EXISTING FAN TO BE RELOCATED. SPLICE AND EXTEND ALL ASSOCIATED ELECTRICAL POWER
AND CONTROLS WIRING AND DEVICES TO NEW FAN LOCATION.

GENERAL NOTES

SHEET KEYNOTES
1 E.C. TO REMOVE AND STORE EXISTING WIRELESS ACCESS POINT. WIRELESS ACCESS POINT TO

BE REINSTALLED IN SAME LOCATION.

2 PANEL RCP-3A AND FEEDER TO BE DEMOLISHED IN PHASE 4A. ALL REMAINING CIRCUITS
CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE NEW PANEL RCP-3A1
LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE DRAWING E6.02
FOR FURTHER INFORMATION.

3 EXISTING FAN TO BE RELOCATED. SPLICE AND EXTEND ALL ASSOCIATED ELECTRICAL POWER
AND CONTROLS WIRING AND DEVICES TO NEW FAN LOCATION.
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 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR LIGHTING NEW WORK PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR LIGHTING NEW WORK PLAN

1 REWIRE LIGHT FIXTURE IN PHASE 1A TO EXISTING SWITCH IN THIS ROOM.

2 MICRO RELAY PANEL LOCATED ABOVE ACCESSIBLE CEILING.
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 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR POWER NEW WORK PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR POWER NEW WORK PLAN

1 PANEL RCP-3A AND FEEDER TO BE DEMOLISHED IN PHASE 4A. ALL REMAINING CIRCUITS
CONNECTED TO THE PANEL SHALL BE SPLICED AND EXTENDED TO THE NEW PANEL RCP-3A1
LOCATED IN THIS ELECTRICAL CLOSET PROVIDED IN AN EARLIER PHASE. SEE DRAWING E6.02
FOR FURTHER INFORMATION.

2 HANG NEW XFMR FROM CEILING ABOVE (E)LIGHT FIXTURES.  PROVIDE ALL SUPPORTS AS
REQUIRED.

3 RELOCATED FAN. SPLICE AND EXTEND ALL ASSOCIATED ELECTRICAL POWER AND CONTROLS
WIRING AND DEVICES TO NEW FAN LOCATION.
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 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR SYSTEMS NEW WORK PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR SYSTEMS NEW WORK PLAN

1 WIRELESS ACCESS POINT TO BE REINSTALLED IN SAME LOCATION.

2 PROVIDE (1) STENTOFON OR EQUAL OPERATING ROOM INTERCOM STATION WITH ALUMINUM
FRONT PLATE AND DISPLAY SCREEN FOR INTERCOMMUNICATION BETWEEN OR'S. REFER TO
DRAWING 1/E5.07.
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ALL TELE/DATA WIRING IN THIS PHASE SHALL BE PULLED BACK TO (E) DATA RACK IN
TEL. CLO. 3B126b.
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 1/4" = 1'-0"1
PHASE 1A - 3RD FLOOR FIRE ALARM NEW WORK PLAN

 1/4" = 1'-0"2
PHASE 1B - 3RD FLOOR FIRE ALARM NEW WORK PLAN
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